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R AUXILIARY RELAY LOCATED AT HVAC FAN UNITS
R BL—1 THROUGH BL-5.
+ - BL—1 THROUGH BL—-3: HVAC SUPPLY FAN MOTORS IN PENTHOUSE.
R BL—4 THROUGH BL—-5: HVAC RETURN FAN MOTORS IN PENTHOUSE.

+ 13141516 1718 19|20 21 22
DEMOLISH EXISTING DUCT SMOKE DETECTOR, RELAYS, ASSOCIATED
o) i i WIRING, AND BY—PASS SWITCH FOR THE EXISTING FIRE SMOKE
zZ N DAMPERS ON THE ROOF. PROVIDE BLANK COVER OVER BY—PASS
2324|125 26|27|28/29|30| 31|32 o SWITCH BOX. PROVIDE NEW DUCT SMOKE DETECTOR, WIRING, AND
T zxTOo + | NECESSARY CONDUIT TO PROVIDE THE FUNCTIONS SHOWN IN THE
DRAWINGS.
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